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NOTE :

a)  This is not a certificate of compliance.

b)  The test results relate only to the items tested.

¢)  Publication or reproduction of this report in any
form other than by complete set of the whole
report and in the language written, is not
permitted without the written consent of CPRI

d)  Corrections / erasings invalidate the test report.

e) Anyanomalies / discrepancies in the test report

should be brought to CPRI notice within
45 days from the date of issue.
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TEST REPORT

HV/1(ICG)/09/7176/INE Dated : 13-10-2009.
M/s. INE Value Creators & Consultants Pvt. Ltd.,
A-14, Vikrampuri,

Secunderabad — 500009. India.

Ref. Your e mail dated: 09- 09-2009

M/s. Forend Elektrik MalZ,

VE DIS TIC. A.S., 19, Mayis Mah,
Buyukdere Cad. No.4, Basman Han
k:4, SISLI, Istanbul, Turkey.

New.

EU, Model No.F10110

Early Streamer Emission Terminal
2868

One.

13-10-20089.

HVML200950901.

Impulse Current Test 8/20us At 40 kA.
As per Customer's Reguest.
Not Applicable

Five positive and Five negative impulse shots of 8/20us
40kA one minute interval between shots may be applied.
Sample to be checked for physical deformation.

Nil.

Shri. S.K.Sastry, Director

None.

Three.

Ten.

Nil.

Nil.

Nil.
One.(INE-VILP/43)

———

Qhoien”

. (P.V.VASUDEVAN NAMBUDIRI)
* Additional Director

AUTHORISED SIGNATORIES
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CPRI Test Report No. HV/1(ICG)/09/7176/INE Dated: 13-10-2009.

TEST PROCEDURE

Five Positive & five negative 8/20uS 40KA impulse current shots were applied to sample between
L&N terminals shown in drawing. The sample was checked for physical deformation and degradation.

CURRENT WITHSTAND TEST

Current (8/20uS) withstand test on Early Streamer emission:

Sample Polarity | Current Osc.

No. Applied No.
(KA)

40.3 2134

40.3 2135

+ Ve 40.3 2136

40.3 2137

4 40.3 2138

40.2 2139

40.3 2140

- Ve 40.3 2141

40.2 2142

40.3 2143

NOTE: The Current was measured in the ground return path

Observations:
1. No visual deformation/mechanical degradation of the external parts of the

Early Streamer emission was observed.

Laboratory Atmospheric conditions during the above tests.

Temperature in Degree Celsius Atmospheric Pressure
Date Dry Bulb VWet Bulb in mm of Hg.
13-10-2009 26.0 22.0 683.0
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(M.KANYA KUMARI)
Test Engineer
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Test Report No. HV/1(ICG)/09/7176/INE Dated : 13-10-2008.

NOTE

a) The test results relate only to the item(s) tested.

b) Publication or reproduction of this test report/certificate in any form other than
by complete set of the whole report and in the language written is not permitted
without the written consent of CPRI.

c) Any corrections/erasure invalidates this test report/certificate.

d) Any anomaly/discrepancy in this test report/certificate should be brought to
our notice within 45 days from the date of issue.

e) The verification of the sample drawings by CPRI is limited to dimensional

checks only wherever possible.
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BANGALORE

Central Power Research Institute

Prof. Sir C.V. Raman Road, Post Box No: 8066

Sadashivanagar (P.O.)

Bangalore - 560 080, INDIA

EPABX : + 91 80 2360 2919, 0921, 1258, 2919
1442, 1454, 2915

Fax : + 91 802360 1213

Website : http:/fwww cpri.in

BHOPAL

SWITCHGEAR TESTING & DEVELOPMENT STATION
Central Power Research Institute

Govindpura, Bhopal - 462 023

Madhya Pradesh, INDIA

Phone : +91 755 2586997, 2586343

Fax : +91 755 2587774

HYDERABAD

ULTRA HIGH VOLTAGE RESEARCH LABORATORY
Central Power Research Institute

P.B. No.9, Uppal, Warangal Highway,

Hyderabad - 500 039

Andhra Pradesh State, INDIA

Phone : +91 40 27208067, 2720 3622

Fax : +91 40 2720 3378

NOIDA

REGIONAL TESTING LABORATORY
Central Power Research Instifute

No. 3A, Institutional Area, Sector 62
Noida - 201 309, Uttar Pradesh, INDIA
Phone ; +91 120 2402823

Fax : +91 120 2402824

NAGPUR

THERMAL RESEARCH CENTRE
Central Power Research Institute
Koradi, Nagpur (dist) - 441 111
Maharashtra State, INDIA

Phone ; +91 7109 262255, 262251-53
Fax:+ 917109 262170

KOLKATA

REGIONAL TESTING LABORATORY
Central Power Research Institute

1st Floor, CTD workshop, WBSEB
Abhikshan Campus, B.N. Block
Abhikshan Building, Sector V

Salt Lake city, Kolkata - 700 091, INDIA
Tel/Fax : +91 33 64511887

GUWAHATI
REGIONAL TESTING LABORATORY
Central Power Research Institute

ASEB Colony, Narangi, Guwahati - 781 026, Assam, INDIA

Tel/lFax : +91 0361 2650299
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